
 

 

 

TYLin (225740)  Woodard & Curran 
SWMP     January 2013

APPENDIX C: BUILD-OUT MODEL 



Key:

Input

Q=uCiA Output

u= 1 *Constant Unit conversion factor

C= 0.5265 *Runoff coefficient = %impervious %impervious = 0.5265 *From GIS Analysis & projected Buildout Calcs (GIS Tables)

i (in/hr) = CALCULATED BELOW *Rainfall intensity = a/(tc+c)^b tc (min.) = 69.9 *Time of Concentration from AutoCAD

A (ac) = 25.98 *Watershed Area

Q (CFS) = CALCULATED BELOW *Peak Runoff

Rainfall Intensity Coefficients from Table 12-2.4 of State of Maine Urban & Arterial Highway Design Guide, January 2005

2-year 10-year Storm 100-year Storm

a = 25.76 30.82 47.59

b = 0.746 0.686 0.698

c = 7.141 8.133 9.921

I (in/hr) = 1.008 1.551 2.238

Q (CFS) = 13.788 21.221 30.611

X a Angle

0 0 0 0 0 0 0 -1 0 0

1 6,692 0.010 0.865 0.601 0.020 0.012 -0.98 -1.37046 0.40067

2 29,860 0.046 1.369 0.851 0.040 0.034 -0.96 -1.287 0.567588

3 71,436 0.110 1.788 1.044 0.059 0.062 -0.94 -1.22263 0.696332

4 132,404 0.205 2.159 1.208 0.079 0.095 -0.92 -1.16808 0.805432

5 213,371 0.330 2.498 1.353 0.098 0.132 -0.9 -1.11977 0.902054

10 927,659 1.435 3.900 1.931 0.191 0.368 -0.8 -0.9273 1.287002

15 2,159,847 3.341 5.024 2.386 0.279 0.665 -0.7 -0.7754 1.590798

20 3,891,035 6.018 5.980 2.782 0.362 1.006 -0.6 -0.6435 1.85459

25 6,086,479 9.414 6.812 3.142 0.440 1.382 -0.5 -0.5236 2.094395

30 8,701,319 13.458 7.546 3.478 0.513 1.784 -0.4 -0.41152 2.318559

35 11,683,141 18.070 8.196 3.798 0.580 2.205 -0.3 -0.30469 2.532207

40 14,973,294 23.158 8.771 4.108 0.643 2.640 -0.2 -0.20136 2.738877

45 18,507,556 28.625 9.279 4.412 0.699 3.085 -0.1 -0.10017 2.941258

50 22,216,376 34.361 9.722 4.712 0.750 3.534 0 0 3.141593

55 26,024,748 40.251 10.104 5.013 0.795 3.984 0.1 0.100167 3.341927

60 29,851,709 46.170 10.426 5.316 0.833 4.428 0.2 0.201358 3.544308

65 33,609,308 51.982 10.688 5.626 0.864 4.864 0.3 0.304693 3.750978

70 37,200,773 57.536 10.887 5.947 0.889 5.285 0.4 0.411517 3.964626

75 40,517,235 62.666 11.020 6.283 0.905 5.687 0.5 0.523599 4.18879

80 43,431,544 67.173 11.081 6.643 0.913 6.062 0.6 0.643501 4.428595

85 45,785,304 70.814 11.058 7.039 0.910 6.404 0.7 0.775397 4.692388

90 47,356,309 73.243 10.931 7.494 0.894 6.701 0.8 0.927295 4.996183

95 47,743,639 73.843 10.646 8.072 0.859 6.936 0.9 1.11977 5.381132

100 44,432,812 68.722 9.722 9.425 0.750 7.069 1 1.57079 6.283173

Diam. (in) 36 *From Site Plans

Manning n 0.011 *From Site Plans

Slope(ft/ft) 0.00756 *Estimate from GIS Topography & Field Measurements

Hydraulic Radius (feet) Flow Area (sq. ft.)

Rational Method - Peak Runoff Determination:

Percent Full Flow Rate (gpd) Flow Rate (cfs) Velocity (fps) Wetted Perimeter (feet)

Manning's Equation - Infrastructure Capcity Determination:



Key:

Input

Q=uCiA Output

u= 1 *Constant Unit conversion factor

C= 0.3978 *Runoff coefficient = %impervious %impervious = 0.3978 *From GIS Analysis & projected Buildout Calcs (GIS Tables)

i (in/hr) = CALCULATED BELOW *Rainfall intensity = a/(tc+c)^b tc (min.) = 29.9 *Time of Concentration from AutoCAD

A (ac) = 64.82 *Watershed Area

Q total(CFS) = CALCULATED BELOW *Peak Runoff from Catchments 1 & 2

Rainfall Intensity Coefficients from Table 12-2.4 of State of Maine Urban & Arterial Highway Design Guide, January 2005

2-year 10-year Storm 100-year Storm

a = 25.76 30.82 47.59

b = 0.746 0.686 0.698

c = 7.141 8.133 9.921

I (in/hr) = 1.741 2.540 3.636

Q total(CFS) = 58.671 86.717 124.369

X a Angle

0 0 0 0 0 0 0 -1 0 0

1 2,833 0.004 0.366 0.601 0.020 0.012 -0.98 -1.37046 0.40067

2 12,642 0.020 0.580 0.851 0.040 0.034 -0.96 -1.287 0.567588

3 30,245 0.047 0.757 1.044 0.059 0.062 -0.94 -1.22263 0.696332

4 56,058 0.087 0.914 1.208 0.079 0.095 -0.92 -1.16808 0.805432

5 90,339 0.140 1.057 1.353 0.098 0.132 -0.9 -1.11977 0.902054

10 392,762 0.607 1.651 1.931 0.191 0.368 -0.8 -0.9273 1.287002

15 914,458 1.414 2.127 2.386 0.279 0.665 -0.7 -0.7754 1.590798

20 1,647,426 2.548 2.532 2.782 0.362 1.006 -0.6 -0.6435 1.85459

25 2,576,955 3.986 2.884 3.142 0.440 1.382 -0.5 -0.5236 2.094395

30 3,684,053 5.698 3.195 3.478 0.513 1.784 -0.4 -0.41152 2.318559

35 4,946,527 7.651 3.470 3.798 0.580 2.205 -0.3 -0.30469 2.532207

40 6,339,546 9.805 3.714 4.108 0.643 2.640 -0.2 -0.20136 2.738877

45 7,835,918 12.119 3.928 4.412 0.699 3.085 -0.1 -0.10017 2.941258

50 9,406,196 14.548 4.116 4.712 0.750 3.534 0 0 3.141593

55 11,018,623 17.042 4.278 5.013 0.795 3.984 0.1 0.100167 3.341927

60 12,638,921 19.548 4.414 5.316 0.833 4.428 0.2 0.201358 3.544308

65 14,229,852 22.009 4.525 5.626 0.864 4.864 0.3 0.304693 3.750978

70 15,750,443 24.360 4.609 5.947 0.889 5.285 0.4 0.411517 3.964626

75 17,154,600 26.532 4.666 6.283 0.905 5.687 0.5 0.523599 4.18879

80 18,388,490 28.441 4.691 6.643 0.913 6.062 0.6 0.643501 4.428595

85 19,385,049 29.982 4.682 7.039 0.910 6.404 0.7 0.775397 4.692388

90 20,050,197 31.011 4.628 7.494 0.894 6.701 0.8 0.927295 4.996183

95 20,214,189 31.264 4.507 8.072 0.859 6.936 0.9 1.11977 5.381132

100 18,812,417 29.096 4.116 9.425 0.750 7.069 1 1.57079 6.283173

Diam. (in) 36 *Field Verified (Site Plans Specified 48")

Manning n 0.025 *Field Verified (Site Plans Specified RCP - .011)

Slope(ft/ft) 0.007 *From Site Plans

Hydraulic Radius (feet) Flow Area (sq. ft.)

Rational Method - Peak Runoff Determination:

Percent Full Flow Rate (gpd) Flow Rate (cfs) Velocity (fps) Wetted Perimeter (feet)

Manning's Equation - Infrastructure Capcity Determination:



Key:

Input

Q=uCiA Output

u= 1 *Constant Unit conversion factor

C= 0.4893 *Runoff coefficient = %impervious %impervious = 0.4893 *From GIS Analysis & projected Buildout Calcs (GIS Tables)

i (in/hr) = CALCULATED BELOW *Rainfall intensity = a/(tc+c)^b tc (min.) = 51.5 *Time of Concentration from AutoCAD

A (ac) = 76.63 *Watershed Area

Q (CFS) = CALCULATED BELOW *Peak Runoff

Rainfall Intensity Coefficients from Table 12-2.4 of State of Maine Urban & Arterial Highway Design Guide, January 2005

2-year 10-year Storm 100-year Storm

a = 25.76 30.82 47.59

b = 0.746 0.686 0.698

c = 7.141 8.133 9.921

I (in/hr) = 1.236 1.866 2.687

Q (CFS) = 46.328 69.956 100.750

X a Angle

0 0 0 0 0 0 0 -1 0 0

1 7,278 0.011 0.691 0.701 0.023 0.016 -0.98 -1.37046 0.40067

2 32,475 0.050 1.094 0.993 0.046 0.046 -0.96 -1.287 0.567588

3 77,692 0.120 1.429 1.219 0.069 0.084 -0.94 -1.22263 0.696332

4 143,999 0.223 1.725 1.410 0.092 0.129 -0.92 -1.16808 0.805432

5 232,057 0.359 1.996 1.579 0.114 0.180 -0.9 -1.11977 0.902054

10 1,008,901 1.560 3.116 2.252 0.222 0.501 -0.8 -0.9273 1.287002

15 2,349,001 3.633 4.015 2.784 0.325 0.905 -0.7 -0.7754 1.590798

20 4,231,801 6.545 4.778 3.246 0.422 1.370 -0.6 -0.6435 1.85459

25 6,619,516 10.238 5.443 3.665 0.513 1.881 -0.5 -0.5236 2.094395

30 9,463,357 14.636 6.029 4.057 0.598 2.428 -0.4 -0.41152 2.318559

35 12,706,319 19.652 6.549 4.431 0.677 3.001 -0.3 -0.30469 2.532207

40 16,284,615 25.187 7.008 4.793 0.750 3.594 -0.2 -0.20136 2.738877

45 20,128,399 31.132 7.414 5.147 0.816 4.199 -0.1 -0.10017 2.941258

50 24,162,027 37.370 7.768 5.498 0.875 4.811 0 0 3.141593

55 28,303,927 43.776 8.074 5.848 0.927 5.422 0.1 0.100167 3.341927

60 32,466,042 50.214 8.331 6.203 0.972 6.027 0.2 0.201358 3.544308

65 36,552,722 56.534 8.540 6.564 1.009 6.620 0.3 0.304693 3.750978

70 40,458,718 62.575 8.699 6.938 1.037 7.194 0.4 0.411517 3.964626

75 44,065,627 68.154 8.805 7.330 1.056 7.740 0.5 0.523599 4.18879

80 47,235,163 73.056 8.854 7.750 1.065 8.251 0.6 0.643501 4.428595

85 49,795,059 77.015 8.836 8.212 1.061 8.716 0.7 0.775397 4.692388

90 51,503,649 79.658 8.734 8.743 1.043 9.120 0.8 0.927295 4.996183

95 51,924,899 80.309 8.506 9.417 1.003 9.441 0.9 1.11977 5.381132

100 48,324,119 74.740 7.768 10.996 0.875 9.621 1 1.57079 6.283173

Diam. (in) 42 *From Site Plans

Manning n 0.011 *From Site Plans

Slope(ft/ft) 0.00393 *Estimate from GIS Topography & Field Measurements

Hydraulic Radius (feet) Flow Area (sq. ft.)

Rational Method - Peak Runoff Determination:

Percent Full Flow Rate (gpd) Flow Rate (cfs) Velocity (fps) Wetted Perimeter (feet)

Manning's Equation - Infrastructure Capcity Determination:



Key:

Input

Q=uCiA Output

u= 1 *Constant Unit conversion factor

C= 0.3847 *Runoff coefficient = %impervious %impervious = 0.3847 *From GIS Analysis & projected Buildout Calcs (GIS Tables)

i (in/hr) = CALCULATED BELOW *Rainfall intensity = a/(tc+c)^b tc (min.) = 13.7 *Time of Concentration from AutoCAD

A (ac) = 17.34 *Watershed Area

Q total(CFS) = CALCULATED BELOW *Peak Runoff from Catchments 4 & 1+2,3

Rainfall Intensity Coefficients from Table 12-2.4 of State of Maine Urban & Arterial Highway Design Guide, January 2005

2-year 10-year Storm 100-year Storm

a = 25.76 30.82 47.59

b = 0.746 0.686 0.698

c = 7.141 8.133 9.921

I (in/hr) = 2.673 3.717 5.235

Q total(CFS) = 122.831 181.468 260.043

X a Angle

0 0 0 0 0 0 0 -1 0 0

1 7,768 0.012 0.813 0.668 0.022 0.015 -0.98 -1.37046 0.40067

2 34,662 0.054 1.287 0.946 0.044 0.042 -0.96 -1.287 0.567588

3 82,926 0.128 1.681 1.161 0.066 0.076 -0.94 -1.22263 0.696332

4 153,699 0.238 2.030 1.342 0.087 0.117 -0.92 -1.16808 0.805432

5 247,689 0.383 2.348 1.503 0.109 0.163 -0.9 -1.11977 0.902054

10 1,076,864 1.666 3.667 2.145 0.212 0.454 -0.8 -0.9273 1.287002

15 2,507,237 3.878 4.724 2.651 0.310 0.821 -0.7 -0.7754 1.590798

20 4,516,869 6.986 5.623 3.091 0.402 1.242 -0.6 -0.6435 1.85459

25 7,065,428 10.928 6.405 3.491 0.489 1.706 -0.5 -0.5236 2.094395

30 10,100,839 15.622 7.095 3.864 0.570 2.202 -0.4 -0.41152 2.318559

35 13,562,258 20.976 7.706 4.220 0.645 2.722 -0.3 -0.30469 2.532207

40 17,381,599 26.883 8.247 4.565 0.714 3.260 -0.2 -0.20136 2.738877

45 21,484,313 33.229 8.724 4.902 0.777 3.809 -0.1 -0.10017 2.941258

50 25,789,659 39.887 9.142 5.236 0.833 4.363 0 0 3.141593

55 30,210,570 46.725 9.501 5.570 0.883 4.918 0.1 0.100167 3.341927

60 34,653,059 53.596 9.804 5.907 0.925 5.467 0.2 0.201358 3.544308

65 39,015,031 60.342 10.049 6.252 0.960 6.005 0.3 0.304693 3.750978

70 43,184,147 66.791 10.236 6.608 0.987 6.525 0.4 0.411517 3.964626

75 47,034,029 72.745 10.362 6.981 1.006 7.021 0.5 0.523599 4.18879

80 50,417,075 77.977 10.419 7.381 1.014 7.484 0.6 0.643501 4.428595

85 53,149,414 82.203 10.398 7.821 1.011 7.906 0.7 0.775397 4.692388

90 54,973,100 85.024 10.278 8.327 0.993 8.272 0.8 0.927295 4.996183

95 55,422,727 85.719 10.010 8.969 0.955 8.564 0.9 1.11977 5.381132

100 51,579,387 79.775 9.142 10.472 0.833 8.727 1 1.57079 6.283173

Diam. (in) 40 *Field Verified

Manning n 0.025 *Field Verified

Slope(ft/ft) 0.03 *From GIS Topography

Hydraulic Radius (feet) Flow Area (sq. ft.)

Rational Method - Peak Runoff Determination:

Percent Full Flow Rate (gpd) Flow Rate (cfs) Velocity (fps) Wetted Perimeter (feet)

Manning's Equation - Infrastructure Capcity Determination:



Key:

Input

Q=uCiA Output

u= 1 *Constant Unit conversion factor

C= 0.6247 *Runoff coefficient = %impervious %impervious = 0.6247 *From GIS Analysis & projected Buildout Calcs (GIS Tables)

i (in/hr) = CALCULATED BELOW *Rainfall intensity = a/(tc+c)^b tc (min.) = 25.8 *Time of Concentration from AutoCAD

A (ac) = 22.45 *Watershed Area

Q (CFS) = CALCULATED BELOW *Peak Runoff

Rainfall Intensity Coefficients from Table 12-2.4 of State of Maine Urban & Arterial Highway Design Guide, January 2005

2-year 10-year Storm 100-year Storm

a = 25.76 30.82 47.59

b = 0.746 0.686 0.698

c = 7.141 8.133 9.921

I (in/hr) = 1.900 2.747 3.923

Q (CFS) = 26.644 38.522 55.013

X a Angle

0 0 0 0 0 0 0 -1 0 0

1 13,330 0.021 1.723 0.601 0.020 0.012 -0.98 -1.37046 0.40067

2 59,482 0.092 2.727 0.851 0.040 0.034 -0.96 -1.287 0.567588

3 142,304 0.220 3.562 1.044 0.059 0.062 -0.94 -1.22263 0.696332

4 263,754 0.408 4.301 1.208 0.079 0.095 -0.92 -1.16808 0.805432

5 425,044 0.657 4.975 1.353 0.098 0.132 -0.9 -1.11977 0.902054

10 1,847,941 2.858 7.769 1.931 0.191 0.368 -0.8 -0.9273 1.287002

15 4,302,518 6.654 10.009 2.386 0.279 0.665 -0.7 -0.7754 1.590798

20 7,751,126 11.988 11.912 2.782 0.362 1.006 -0.6 -0.6435 1.85459

25 12,124,555 18.752 13.570 3.142 0.440 1.382 -0.5 -0.5236 2.094395

30 17,333,442 26.809 15.031 3.478 0.513 1.784 -0.4 -0.41152 2.318559

35 23,273,374 35.996 16.326 3.798 0.580 2.205 -0.3 -0.30469 2.532207

40 29,827,515 46.133 17.472 4.108 0.643 2.640 -0.2 -0.20136 2.738877

45 36,867,935 57.022 18.483 4.412 0.699 3.085 -0.1 -0.10017 2.941258

50 44,256,080 68.449 19.367 4.712 0.750 3.534 0 0 3.141593

55 51,842,540 80.182 20.128 5.013 0.795 3.984 0.1 0.100167 3.341927

60 59,466,028 91.973 20.770 5.316 0.833 4.428 0.2 0.201358 3.544308

65 66,951,344 103.550 21.290 5.626 0.864 4.864 0.3 0.304693 3.750978

70 74,105,714 114.615 21.687 5.947 0.889 5.285 0.4 0.411517 3.964626

75 80,712,264 124.833 21.952 6.283 0.905 5.687 0.5 0.523599 4.18879

80 86,517,706 133.812 22.073 6.643 0.913 6.062 0.6 0.643501 4.428595

85 91,206,509 141.064 22.029 7.039 0.910 6.404 0.7 0.775397 4.692388

90 94,336,026 145.905 21.774 7.494 0.894 6.701 0.8 0.927295 4.996183

95 95,107,605 147.098 21.207 8.072 0.859 6.936 0.9 1.11977 5.381132

100 88,512,280 136.897 19.367 9.425 0.750 7.069 1 1.57079 6.283173

Diam. (in) 36 *From Site Plans

Manning n 0.011 *From Site Plans

Slope(ft/ft) 0.03 *From Site Plans

Hydraulic Radius (feet) Flow Area (sq. ft.)

Rational Method - Peak Runoff Determination:

Percent Full Flow Rate (gpd) Flow Rate (cfs) Velocity (fps) Wetted Perimeter (feet)

Manning's Equation - Infrastructure Capcity Determination:



Key:

Input

Q=uCiA Output

u= 1 *Constant Unit conversion factor

C= 0.3973 *Runoff coefficient = %impervious %impervious = 0.3973 *From GIS Analysis & projected Buildout Calcs (GIS Tables)

i (in/hr) = CALCULATED BELOW *Rainfall intensity = a/(tc+c)^b tc (min.) = 24.9 *Time of Concentration from AutoCAD

A (ac) = 17.76 *Watershed Area

Q (CFS) = CALCULATED BELOW *Peak Runoff

Rainfall Intensity Coefficients from Table 12-2.4 of State of Maine Urban & Arterial Highway Design Guide, January 2005

2-year 10-year Storm 100-year Storm

a = 25.76 30.82 47.59

b = 0.746 0.686 0.698

c = 7.141 8.133 9.921

I (in/hr) = 1.939 2.798 3.993

Q (CFS) = 13.685 19.742 28.176

X a Angle

0 0 0 0 0 0 0 -1 0 0

1 848 0.001 0.439 0.301 0.010 0.003 -0.98 -1.37046 0.40067

2 3,786 0.006 0.694 0.426 0.020 0.008 -0.96 -1.287 0.567588

3 9,057 0.014 0.907 0.522 0.030 0.015 -0.94 -1.22263 0.696332

4 16,788 0.026 1.095 0.604 0.039 0.024 -0.92 -1.16808 0.805432

5 27,054 0.042 1.267 0.677 0.049 0.033 -0.9 -1.11977 0.902054

10 117,619 0.182 1.978 0.965 0.095 0.092 -0.8 -0.9273 1.287002

15 273,850 0.424 2.548 1.193 0.139 0.166 -0.7 -0.7754 1.590798

20 493,351 0.763 3.033 1.391 0.181 0.252 -0.6 -0.6435 1.85459

25 771,714 1.194 3.455 1.571 0.220 0.345 -0.5 -0.5236 2.094395

30 1,103,254 1.706 3.827 1.739 0.256 0.446 -0.4 -0.41152 2.318559

35 1,481,324 2.291 4.156 1.899 0.290 0.551 -0.3 -0.30469 2.532207

40 1,898,488 2.936 4.448 2.054 0.321 0.660 -0.2 -0.20136 2.738877

45 2,346,603 3.629 4.706 2.206 0.350 0.771 -0.1 -0.10017 2.941258

50 2,816,850 4.357 4.931 2.356 0.375 0.884 0 0 3.141593

55 3,299,720 5.104 5.125 2.506 0.397 0.996 0.1 0.100167 3.341927

60 3,784,946 5.854 5.288 2.658 0.416 1.107 0.2 0.201358 3.544308

65 4,261,378 6.591 5.420 2.813 0.432 1.216 0.3 0.304693 3.750978

70 4,716,746 7.295 5.521 2.973 0.444 1.321 0.4 0.411517 3.964626

75 5,137,245 7.946 5.589 3.142 0.453 1.422 0.5 0.523599 4.18879

80 5,506,755 8.517 5.620 3.321 0.456 1.516 0.6 0.643501 4.428595

85 5,805,192 8.979 5.608 3.519 0.455 1.601 0.7 0.775397 4.692388

90 6,004,382 9.287 5.544 3.747 0.447 1.675 0.8 0.927295 4.996183

95 6,053,492 9.363 5.399 4.036 0.430 1.734 0.9 1.11977 5.381132

100 5,633,707 8.713 4.931 4.712 0.375 1.767 1 1.57079 6.283173

Diam. (in) 18 *From Site Plans

Manning n 0.011 *From Site Plans

Slope(ft/ft) 0.0049 *From Site Plans

Hydraulic Radius (feet) Flow Area (sq. ft.)

Rational Method - Peak Runoff Determination:

Percent Full Flow Rate (gpd) Flow Rate (cfs) Velocity (fps) Wetted Perimeter (feet)

Manning's Equation - Infrastructure Capcity Determination:



Rainfall not specifiedSubcatchment Tc Calcs
Printed 11/28/2012Prepared by {enter your company name here}

Page 1HydroCAD® 8.50 s/n 001204 © 2007 HydroCAD Software Solutions LLC

Summary for Subcatchment C1: Subcatchment 1

Runoff = 0.00 cfs @ 5.00 hrs, Volume= 0.000 af, Depth= 0.00"

Runoff by SCS TR-20 method, UH=SCS, Time Span= 5.00-20.00 hrs, dt= 0.05 hrs
Rainfall not specified

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

17.2 100 0.1500 0.10 Sheet Flow, A-B
Woods: Dense underbrush n= 0.800 P2= 3.00"

8.8 696 0.0690 1.31 Shallow Concentrated Flow, B-C
Woodland Kv= 5.0 fps

0.2 63 0.0500 4.54 Shallow Concentrated Flow, C-D
Paved Kv= 20.3 fps

0.3 54 0.0040 3.33 4.09 Circular Channel (pipe), D-E
Diam= 15.0" Area= 1.2 sf Perim= 3.9' r= 0.31'
n= 0.013 Corrugated PE, smooth interior

0.3 97 5.67 Lake or Reservoir, E-F
Mean Depth= 1.00'

0.1 40 0.0063 5.72 17.96 Circular Channel (pipe), F-G
Diam= 24.0" Area= 3.1 sf Perim= 6.3' r= 0.50'
n= 0.013 Corrugated PE, smooth interior

0.2 71 5.67 Lake or Reservoir, G-H
Mean Depth= 1.00'

2.0 544 0.0040 4.55 14.31 Circular Channel (pipe), H-I
Diam= 24.0" Area= 3.1 sf Perim= 6.3' r= 0.50'
n= 0.013 Corrugated PE, smooth interior

0.2 63 0.0050 4.84 5.94 Circular Channel (pipe), I-J
Diam= 15.0" Area= 1.2 sf Perim= 3.9' r= 0.31'
n= 0.010 PVC, smooth interior

0.4 225 0.0200 8.44 219.52 Trap/Vee/Rect Channel Flow, J-K
Bot.W=7.00' D=2.00' Z= 3.0 '/' Top.W=19.00'
n= 0.030 Short grass

0.2 63 0.0050 6.98 34.28 Circular Channel (pipe), K-L
Diam= 30.0" Area= 4.9 sf Perim= 7.9' r= 0.63'
n= 0.011 Concrete pipe, straight & clean

29.9 2,016 Total

Summary for Subcatchment C2: Subcatchment 2

Runoff = 0.00 cfs @ 5.00 hrs, Volume= 0.000 af, Depth= 0.00"

Runoff by SCS TR-20 method, UH=SCS, Time Span= 5.00-20.00 hrs, dt= 0.05 hrs
Rainfall not specified
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Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

18.9 100 0.0300 0.09 Sheet Flow, A-B
Woods: Light underbrush n= 0.400 P2= 3.00"

50.3 1,169 0.0060 0.39 Shallow Concentrated Flow, B-C
Woodland Kv= 5.0 fps

0.7 329 0.0070 7.83 24.61 Circular Channel (pipe), C-D
Diam= 24.0" Area= 3.1 sf Perim= 6.3' r= 0.50'
n= 0.010 PVC, smooth interior

69.9 1,598 Total

Summary for Subcatchment C3: Subcatchment 3

Runoff = 0.00 cfs @ 5.00 hrs, Volume= 0.000 af, Depth= 0.00"

Runoff by SCS TR-20 method, UH=SCS, Time Span= 5.00-20.00 hrs, dt= 0.05 hrs
Rainfall not specified

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

8.6 100 0.0300 0.19 Sheet Flow, A-B
Grass: Short n= 0.150 P2= 3.00"

21.6 628 0.0048 0.48 Shallow Concentrated Flow, B-C
Short Grass Pasture Kv= 7.0 fps

0.3 37 0.0022 2.13 1.67 Circular Channel (pipe), C-D
Diam= 12.0" Area= 0.8 sf Perim= 3.1' r= 0.25'
n= 0.013 Corrugated PE, smooth interior

12.2 1,095 0.0100 1.50 Shallow Concentrated Flow, D-E
Grassed Waterway Kv= 15.0 fps

4.4 281 0.0008 1.06 3.33 Circular Channel (pipe), E-F
Diam= 24.0" Area= 3.1 sf Perim= 6.3' r= 0.50'
n= 0.025 Corrugated metal

4.1 457 0.0153 1.86 Shallow Concentrated Flow, F-G
Grassed Waterway Kv= 15.0 fps

0.3 214 0.0100 12.36 118.90 Circular Channel (pipe), G-H
Diam= 42.0" Area= 9.6 sf Perim= 11.0' r= 0.88'
n= 0.011 Concrete pipe, straight & clean

51.5 2,812 Total

Summary for Subcatchment C4: Subcatchment 4

Runoff = 0.00 cfs @ 5.00 hrs, Volume= 0.000 af, Depth= 0.00"

Runoff by SCS TR-20 method, UH=SCS, Time Span= 5.00-20.00 hrs, dt= 0.05 hrs
Rainfall not specified
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Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

6.5 100 0.0600 0.26 Sheet Flow, A-B
Grass: Short n= 0.150 P2= 3.00"

5.1 408 0.0368 1.34 Shallow Concentrated Flow, B-C
Short Grass Pasture Kv= 7.0 fps

0.8 220 0.0500 4.54 Shallow Concentrated Flow, C-D
Paved Kv= 20.3 fps

0.8 78 0.0600 1.71 Shallow Concentrated Flow, D-E
Short Grass Pasture Kv= 7.0 fps

0.5 223 0.0090 7.49 299.49 Trap/Vee/Rect Channel Flow, E-F
Bot.W=2.00' D=4.00' Z= 2.0 '/' Top.W=18.00'
n= 0.030 Earth, grassed & winding

13.7 1,029 Total

Summary for Subcatchment C5: Subcatchment 5

Runoff = 0.00 cfs @ 5.00 hrs, Volume= 0.000 af, Depth= 0.00"

Runoff by SCS TR-20 method, UH=SCS, Time Span= 5.00-20.00 hrs, dt= 0.05 hrs
Rainfall not specified
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Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

9.3 100 0.0250 0.18 Sheet Flow, A-B
Grass: Short n= 0.150 P2= 3.00"

2.8 111 0.0090 0.66 Shallow Concentrated Flow, B-C
Short Grass Pasture Kv= 7.0 fps

5.2 219 0.0200 0.71 Shallow Concentrated Flow, C-D
Woodland Kv= 5.0 fps

0.7 119 0.0200 2.87 Shallow Concentrated Flow, D-E
Paved Kv= 20.3 fps

0.1 20 0.0250 2.37 Shallow Concentrated Flow, E-F
Grassed Waterway Kv= 15.0 fps

0.2 45 0.0050 3.21 2.52 Circular Channel (pipe), F-G
Diam= 12.0" Area= 0.8 sf Perim= 3.1' r= 0.25'
n= 0.013 Corrugated PE, smooth interior

2.5 214 0.0090 1.42 Shallow Concentrated Flow, G-H
Grassed Waterway Kv= 15.0 fps

0.5 88 0.0050 3.21 2.52 Circular Channel (pipe), H-I
Diam= 12.0" Area= 0.8 sf Perim= 3.1' r= 0.25'
n= 0.013 Corrugated PE, smooth interior

0.0 5 5.67 Lake or Reservoir, I-J
Mean Depth= 1.00'

0.5 114 0.0040 3.76 6.64 Circular Channel (pipe), J-K
Diam= 18.0" Area= 1.8 sf Perim= 4.7' r= 0.38'
n= 0.013 Corrugated PE, smooth interior

2.0 128 0.0008 1.06 3.33 Circular Channel (pipe), K-L
Diam= 24.0" Area= 3.1 sf Perim= 6.3' r= 0.50'
n= 0.025 Corrugated metal

1.0 449 0.0100 7.20 22.62 Circular Channel (pipe), L-M
Diam= 24.0" Area= 3.1 sf Perim= 6.3' r= 0.50'
n= 0.013 Concrete pipe, bends & connections

0.5 244 0.0100 8.36 41.02 Circular Channel (pipe), M-N
Diam= 30.0" Area= 4.9 sf Perim= 7.9' r= 0.63'
n= 0.013 Corrugated PE, smooth interior

0.5 277 0.0090 8.95 63.28 Circular Channel (pipe), N-O
Diam= 36.0" Area= 7.1 sf Perim= 9.4' r= 0.75'
n= 0.013 Corrugated PE, smooth interior

25.8 2,133 Total

Summary for Subcatchment C6: Subcatchment 6

Runoff = 0.00 cfs @ 5.00 hrs, Volume= 0.000 af, Depth= 0.00"

Runoff by SCS TR-20 method, UH=SCS, Time Span= 5.00-20.00 hrs, dt= 0.05 hrs
Rainfall not specified
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Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

16.0 100 0.1800 0.10 Sheet Flow, A-B
Woods: Dense underbrush n= 0.800 P2= 3.00"

7.0 513 0.0600 1.22 Shallow Concentrated Flow, B-C
Woodland Kv= 5.0 fps

1.3 194 0.0150 2.49 Shallow Concentrated Flow, C-D
Paved Kv= 20.3 fps

0.6 128 0.0137 3.62 6.39 Circular Channel (pipe), D-E
Diam= 18.0" Area= 1.8 sf Perim= 4.7' r= 0.38'
n= 0.025 Corrugated metal

24.9 935 Total
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