
Parcel ID pH On-site Temp.

Water Treatment 

System Uranium Nitrate-N Nitrite-N Fluoride Arsenic Copper Lead Iron Manganese Sodium Hardness Chloride pH Radon Pass/Fail

Acceptable limits 30 10 1 2 0.01 0.5 0.01 0.3 0.05 20 <150 250 6.5-8.5 4000
R01-034-B 6.8 12.2 Iron removal 0.7 <0.3 <0.1 <0.1 <0.005 0.072 <0.004 0.11 <0.05 35.4 126 36.3 7.42 9082 Fail

R01-034-E 8.0 14.9

Radon removal & 

softener/ion exchange 1.7 <.03 <0.1 <0.1 0.02 0.025 <0.004 0.08 <0.05 85.7 <0.3 44.6 8.03 <100 Pass
R01-043-1 7.0 9.9 None 15 <0.3 <0.1 <0.1 <0.005 <0.003 <0.004 0.07 <0.05 30.3 95.3 23.1 7.5 3779 Pass

R01-043 7.2 9.8

Iron removal and 

chlorinator 0.1 <0.3 <0.1 <0.1 <0.005 0.044 <0.004 1.93 <0.05 122 <0.3 145 6.64 479 Pass
R01-042-D 6.5 10.5 None 0.7 <0.3 <0.1 <0.1 <0.005 0.335 <0.004 0.06 <0.05 4.9 16.4 8.2 6.16 4603 Fail
R01-042-A 7.0 13.1 Softener 0.4 <0.3 <0.1 <0.1 <0.005 <0.003 <0.004 <0.05 <0.05 177 <0.3 71.6 6.76 9946 Fail
R01-042 6.7 9.7 Softener 1.3 1 <0.2 <0.2 <0.005 0.012 <0.004 0.09 <0.05 114 1.9 84.1 6.65 1326 Pass
R01-037-A 5.9 11.6 None 1.6 <0.3 <0.1 <0.1 <0.005 0.477 <0.004 <0.05 <0.05 14.6 11.7 27 6.05 1255 Pass
R01-036-A 6.9 10.0 None 4.5 0.4 <0.1 <0.1 <0.005 0.018 <0.004 <0.05 <0.05 14.9 60.9 10.7 6.9 2394 Pass
R01-039 6.9 9.1 None 7.1 <0.3 <0.1 0.1 <0.005 0.08 <0.004 <0.05 <0.05 20.9 64.9 16.3 7 4720 Fail
R01-042-B 7.9 9.7 Softener 4.8 <0.6 <0.2 <0.2 <0.005 0.006 <0.004 <0.05 <0.05 138 <0.3 126 7.52 3646 Pass


